
Housing Installation

CamSeal 2 – Installation Quick Instructions
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Filter Installation

Damper Installation

Grid Opening

Clamp Settings
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h min = 35 mm

h max = 110 mm

Suspension
Option A – std. interface

Compression
add  Option C =  bracket + screw
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Threaded support hangers
not included

M8

Option C - Pressure Screw Kit for 1 housing (4x) 
to be ordered separetely: Ref. F8 000 000 5

Recommended cutout dimensions

Attach adapter rod.
(Allen key 2,5mm

not included).

5
Remove damper 

locking screws.
(Cruciform 

screwdriver
not included).

Adjust damper 
from the room.

(Flat screwdriver
not included).

Use CleanSeal 
Quick Access Card (included)
or any other plastic card
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Filter

Height

Clamp

Config.

A
B

1 After inserting the filter,
swing the clamp out 2 Lock the clamping handle

If necessary, 
clamping height 
can be adjusted 
by turning the 
opened handle :
360° = 0,8mm

3P3 362 362

4P4 514 514

5P5 565 565

6P6 667 667

3P6 362 664

9P6 667 969

11P5 565 1162

12P6 667 1274

Filter Size A B

Square

Rect.
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