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HANDLING AND MAINTENANCE INSTRUCTION
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INSTRUCTIONS FOR:

• CamMet Filter
• CamMet Double Filter
• CamMet Flame Guard
• CamMet Grease Filter

HANDLING INSTRUCTION

• Handle filter with care
• Store filter in a clean and dry place

INSTALLATION INSTRUCTION

• Make sure there is room for maintenance
• Filters can be installed in frames and ducted  

housings 

BEFORE MAINTENANCE AND FILTER CHANGE
• Always check local regulations before changing 

filters
• We recommend protective equipment like overalls, 

gloves and face masks when changing filters

• Camfil recommends regular cleaning of filters, 
assessment of appropriate service interval needs 
to be made locally

MAINTENANCE AND FILTER CHANGE
• Soak filter in hot wather and washing-up liquid 

NOTE: Do not use strong detergents
• Rinse in cold water
• Filter must be dry before use

• Used up filters are disposed according to local  
regulations
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